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REFERENCE G002 NOTES: FOR REFRENCE ONLY
1. OMIT

2. LINTELS OR BOND BEAMS ABOVE OPENINGS EXTENDED
A MINIMUM OF 8" IN EACH DIRECTION BEYOND THE OPENING.

3. ROOF OVERHANG IS CONTINUOUS OF ROOF METAL;:

NO BREAK
R NIHED 4. GUTTERS, FULL LENGTH, AT ROOM OVERHANGS AND DOORWAY. —

TWO DOWNSPOUTS AND SPLASH BLOCKS ON EACH

SIDE AS INDICATED. GUTTERS AND DOWNSPOUTS ARE 24
GA ALUMINUM OR STEEL AND CLOSELY MATCHED THE
COLOR OF THE ROOF METAL TRIM.

5. TELCO CABINET NOTES:
1. DOORS NOT SHOWN FOR CLARITY.
2. g\lgkjll?_DATED ALL SURFACES WITH 1/2" FOIL FACED FOAM

REMOVE EXISTING RIDGE CAP
AND INSTALL RIDGE VENT

LIGHT FIXTURE STANDING SEAM
(TYP 4 PLACES) WALL PAC— STANDING SEAM ATTIC LOUVER WITH BIRD ‘f

METAL
FACIA

16'-0"

3.3/4" PLYWOOD BACK ON BOARD STAINED-GOLDEN OAK
OVER INSULATION ON BACK WALL OF CABINET. —
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I 4. ENCLOSURE IS A HOFFMAN NEMA 4X STAINLESS
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6. EQUIPMENT ROOM WALLS ARE CONSTRUCTED OF 2"x4"
S,LOIPEt 174" ppr STUDS AT 16" OC COVER WITH WALLS EXTENDED TO
1-0" (TYp) BOTTOM CHORD OF ROOF TRUSSED. PROVIDED ALL NECESSARY F
- BLOCKING, CEILING IS 2'x4'x5/8" ACOUSTICAL TILE, SUSPENDED GRID
SYSTEM, "A" SIDE DOWN. INSULATION BATTS R-30 INSULATION ARE
LAD ON TOP OF CEILING. WALLS, CONDUITS, DUCTWORK, ETC ARE
PAINTED IN ACCORDANCE WITH SPECIFICATIONS.

7.ROOF COLOR IS KOKO BROWN (MCBD.
BACK ELEVATION SIDE_ELEVATION —

SCALE: 174" = 1'-0 SCALE: 174" = 1-0" 8. DOOR HARDWARE:

1. PROVIDED FULL MORTISE, ANTI-FRICTION, HEAVY HEIGHT
STEEL HINGES WITH NON-REMOVEBLE PINS.

2. PROVIDED HEAVY DUTY CYLINDRICAL LOCK AS E
MANUFACTORED BY BEST LOCK CORPORATION.
ANY SUBSITUTIONS FOR BEST LOCK
225, SEEES IR, LO0C O HE TR o
ROOF OVERHANG 4"x5"x24 GAUGE FOR SUBSTITUTING HEAVY DUTY CYLINDRICAL LOCKS TO
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REMOVE EXISTING RIDGE CAP
AND INSTALL RIDGE VENT

REMOVE EXISTING LOUVE
AND REPLACE WITH
PREFINISHED METAL SIDING WITH 3/4"

ROOF OVERHANG AT APRON‘\

PLYWOOD BRACING AT APRON gﬁgT?gﬁmga THE FAA CONTRACTING OFFICER FOR APPROVAL.
12" n
LIGHT FIXTURE STRAPS AT 36 <
toT FXTURE | | e STRARS S 3. PROVIDED DOOR CLOSER WITH HOLD OPEN MECHANISM.
4. ALL HARDWARE FINISH IS CLEAR ANODIZED ON
\ \ EXPOSED SURFACES
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